SEWER SERVICE

REFER TO SPECIFICATIONS
FOR BEDDING AND
BACKFILL REQUIREMENTS.

SERVICE LINE TO BE INSTALLED

AT 2% (MIN.) GRADE, UNLESS
OTHERWISE APPROVED.

INSTALL WATERTIGHT CAP w/ [ |
4 x 4 MARKER POST OR
CONNECT TO BUILDING SEWER.

FLOW

l TERA
NOT TO SCALE

ADAPTOR COUPLINGS
BEND AS REQUIRED.

CUT IN 45 WYE FITTING
1" WITH TRANSITION

COUPLINGS (SADDLE WYE
NOT TO BE USED WITH

EXISTING TRUSS PIPE)
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